
eWater Daily Inspection Record Sheet

Date
Time

pH
Sanitising
Cleaning

Available Chlorine Concentration*

Salt level
Neutralising agent level
Water leaks around unit
Water leaks from water circuit
Checked by

Date
Time

pH
Sanitising
Cleaning

Available Chlorine Concentration*

Salt level
Neutralising agent level
Water leaks around unit
Water leaks from water circuit
Checked by

Date
Time

pH
Sanitising
Cleaning

Available Chlorine Concentration*

Salt level
Neutralising agent level
Water leaks around unit
Water leaks from water circuit
Checked by

Date
Time

pH
Sanitising
Cleaning

Available Chlorine Concentration*

Salt level
Neutralising agent level
Water leaks around unit
Water leaks from water circuit
Checked by

Mon MonTue TueWed WedThu ThuFri FriSat SatSun Sun

*Sanitising Water only

If pH or Chlorine readings do not fall within indicated levels:
• Standalone Units: replace salt water in brine tank and repeat testing
• Reticulated Units: check salt level and add salt if required, repeat test

If readings are still outside of recommended levels, switch off unit and contact 1300 EWATER

eWS012.1 - 10/19

Testing Ranges      Sanitiser      Cleaner

Required pH range       2 - 4 10 - 12

Free Chlorine PPM       20 - 50            n/a


